A hybrid solid desiccant cooling system (SDCS), which combines a solid desiccant system and a vapor compression system, is considered to be an excellent alternative for commercial and residential air conditioning systems. In this study, a solar-assisted hybrid SDCS system was developed in which solar-heated water is used as an additional heat source for the regeneration process, in addition to recovering heat from the condenser of an integrated heat pump. A solar thermal collector sub-system is used to generate solar regeneration water. Experiments were conducted in the typically hot and humid weather of Taichung, Taiwan, from the spring to fall seasons. The experimental results show that the overall performance of the system in terms of power consumption can be enhanced by approximately 10% by integrating a solar-heated water heat exchanger in comparison to the hybrid SDCS system. The results show that the system performs better when the outdoor humidity ratio is large. In addition, regarding the effect of ambient temperature on the coefficient of performance (COP) of the systems, a critical value of outdoor temperature exists. The COP of the systems gradually rises with the increase in ambient temperature. However, when the ambient temperature is greater than the critical value, the COP gradually decreases with the increase in ambient temperature. The critical outdoor temperature of the hybrid SDCS is from 26 • C to 27 • C, and the critical temperature of the solar-assisted hybrid SDCS is from 27 • C to 30 • C.
Introduction
Heating, ventilating and air conditioning (HVAC) systems are designed to maintain specific indoor conditions, which vary depending on the application. The main factors that influence the thermal comfort of occupants are metabolic rate, clothing insulation, air temperature, mean radiant temperature, air velocity and relative humidity [1] . The main purpose of the HVAC system is to provide good indoor air quality that meets the criteria for hygienic air conditions and satisfies the thermal comfort of occupants or products in a building or space. Moreover, the working environment can influence the productivity of workers, which is an economic reason for installing HVAC systems in buildings [2, 3] . solar energy was developed for desiccant cooling systems. The heat generated by a solar thermal collector can be used for the regeneration process of the dehumidification wheel. Guidara et al. [13] proposed the use of evaporative coolers for pre-cooling and re-cooling of the process air before and after the dehumidification wheel in order to satisfy the load demand of an air-conditioned space. From their numerical analysis, they indicated that the pre-cooling design is suitable to be applied in drier ambient conditions. Enteria et al. [14] investigated the performance of a solar-desiccant cooling system with a silica gel and titanium dioxide desiccant wheel in East Asia. From numerical simulations, it was found that using solar desiccant cooling systems has great potential for East Asian countries. The study pointed out that, in the tropical region, a larger area and capacity of the solar thermal collector and greater regeneration air flow rate are required, and the operational performance of the system is in the range of 1.5 to 3. The major operational energy loss of the proposed system comes from solar collectors, water pipes, electric heaters and thermal storage tanks. Speerforck et al. [15] numerically investigated the performance of a solar-desiccant cooling system incorporating borehole heat exchangers for direct cooling and solar energy for desiccant regeneration. They indicated that the proposed system allows electricity saving of 50% and reduces CO 2 equivalent emissions by 91%. White et al. [16] proposed a solar-assisted SDCS incorporating direct and indirect evaporative coolers in a serial arrangement to cool process air after the dehumidification wheel. From numerical analysis, it was indicated that the sensible heat removal capability of the process air can be enhanced by a two-stage evaporative cooling design, which is suitable for cities with low-humidity climatic conditions.
Environmental conditions in different regions may affect the performance of a desiccant cooling system (DCS). In hot and humid regions, the use of a hybrid SDCS that is integrated with a heat pump is suggested, instead of a conventional SDCS that utilizes an evaporative cooler and can generate a more humid air supply. Jani et al. [17] proposed a hybrid cooling system integrated with a heat pump (hybrid SDCS), and indicated the proposed system has good performance in hot and humid climate conditions. The dehumidification performance of the system is also highly sensitive to the outdoor ambient conditions. The performance of the hybrid SDCS is better for cases where ambient humidity is high [18] . It was found that the use of a hybrid SDCS can decrease the total power consumption by 20-30% and increase the cooling capacity by 40-60% [19] . Jani et al. [20] used the numerical software TRNSYS to simulate the performance of a solid desiccant-assisted hybrid space cooling system. The results show that the system achieves a good performance in hot humid climates. The humidity ratio of a room's process air was substantially lowered, from 0.014 kg of water/kg of dry air to 0.006 kg of water/kg of dry air, by use of a solid desiccant-based rotary dehumidifier.
In addition to environmental conditions, regeneration temperature is one of the main parameters used to determine the performance of a SDCS. The performance of an SDCS is sensitive to changes in humidity and regeneration temperature [21, 22] . However, if the regeneration temperature in the hybrid SDCS is too high, the system performance may be reduced due to high condensation pressure and an increased amount of work performed by the compressor. Several heat sources can be used for the regeneration process, such as an electric heater, gas, a low-grade thermal energy such as solar energy, and waste heat. A further cogeneration system can also be considered as the heat source for the regeneration process.
Beccali [23, 24] developed a new solar-assisted hybrid SDCS in which the condensing heat from the condenser of the incorporated heat pump is recovered to preheat the regeneration air stream before solar heating. Long-term measurements of the developed system were conducted in southern Italy. Five control modes based on the temperature and humidity of the outdoor air conditions were designed. From their performance analysis, it was pointed out that preheating of the recovered heat for the regeneration process can reduce the required heat from the solar collector by approximately 30%. In other words, the required area of the solar collector can also be moderately reduced. Fong et al. [25, 26] developed a solar-assisted SDCS incorporating an adsorption chiller and analyzed the performance of the system by numerical analysis. The outdoor air was dehumidified by a rotary dehumidification wheel and passed through a radiant cooling coil in an air-conditioned space. The chilled water from Energies 2019, 12, 3470 4 of 18 the adsorption chiller was provided to the radiant cooling coil for handling the sensible heat of the air-conditioned space. Both required regeneration heating for the rotary dehumidification wheel and the adsorption chiller supplied by the solar collector. Compared with the traditional centralized air conditioning system, the energy saving potential of the integrated system could reach 36.5%. As alternatives to silica gel, Bareschino et al. [27] proposed other hygroscopic materials for desiccant wheels, MIL101@GO-6 (MILGO) and Campanian ignimbrite, in conjunction with an air-conditioning system driven by evacuated tube solar collectors equipped with a desiccant wheel. The numerical simulations were carried out by means of TRNSYS 17 ® (version 17, Thermal Energy System Specialists, Madison, WI, USA) to dynamically assess the energy flows in the considered plants and compared with that of a conventional system. The results demonstrate that primary energy savings of approximately 20%, 29%, and 15% can be reached with silica-gel, MILGO and zeolite-rich tuff desiccant wheel-based air handling units, respectively. Li et al. [28] investigated a two-stage rotary desiccant cooling/heating system driven by evacuated glass tube solar air collectors. The results show that the major advantage of the two-stage desiccant cooling system was that moisture removal reached 6.68-14.43 g/kg in hot and humid climate conditions. Solar heating with desiccant humidification can improve indoor comfort significantly. A solar hybrid SDCS is a good substitute for traditional vapor compression air conditioning systems, especially in hot and humid climates, since solar energy can result in energy savings in the range of 40-45% [29] . Rambhad [30] indicated regeneration temperatures of hot water in the range of 54.3 • C to 68.3 • C can be achieved in solar SDCS systems by simulation.
In previous studies, the solar-assisted hybrid SDCS system was considered a replacement of the refrigerant vapor compression air conditioning system due to its higher energy efficiency. However, most studies of the solar-assisted hybrid SDCS have been conducted using numerical analysis. Research into the system's long-term practical operations and analysis of its performance under the effects of different ambient temperatures and humidity ratios is less common, especially in hot and humid environments. The performance of the solar-assisted hybrid SDCS has not been investigated experimentally in detail. In this study, the effect of ambient humidity and temperature on the performance of a solar-assisted hybrid SDCS was investigated under the high humidity and high temperature ambient conditions of Taichung, Taiwan. The performance analysis and comparisons of solar-assisted hybrid SDCS, hybrid SDCS and solar SDCS systems were conducted through long-term experiments in order to understand their characteristics and operational ranges in terms of environmental conditions.
Experimental Configuration and Methods
The experiments were conducted in the typical hot and humid weather of Taichung. The city has four seasons with an average temperature of 23.3 • C. The monthly average temperature, average relative humidity (RH) and the solar irradiation of Taichung from April to October are listed in Table 1 . In the solar hybrid SDCS system, the heat from solar collectors and the condenser of an integrated heat pump sub-system are used for regeneration. 
Proposed System Configuration
In general, the proposed solar-assisted hybrid SDCS is divided into two major sub-systems. The first is a hybrid SDCS and the second is a solar-heated water system. The solar collector is installed at a fixed tilt angle of 27 • facing the south-east direction. Several configurations, including a hybrid SDCS system, solar-assisted SDCS systems and a solar-assisted hybrid SDCS system, were studied to investigate the effect of using a solar regeneration water system on system performance.
Hybrid SDCS Configuration
The hybrid SDCS configuration was the first configuration investigated. In this configuration, the only heat source for the regeneration process is the condenser of the integrated heat pump, as shown in Figure 1 . In this configuration, chilled water is generated by the evaporator and stored in a chilled water tank. The chilled water is pumped to pre-cooling and cooling coils in order to cool process air from the environment. In the integrated heat pump sub-system, an additional condenser installed outside the air handling unit can eject excessive condensation heat to the surroundings and avoid the over-loading of the compressor due to higher condensation temperature in the refrigeration cycle. The return air stream gains heat from the condenser inside the air handling unit, then heats the upper part of the solid desiccant wheel and causes the vapor pressure in the solid desiccant to be higher than the vapor pressure in the air stream. The moisture in the solid desiccant is ejected to the surroundings with the air stream. The moisture removal from the desiccant wheel by additional heat in the return air stream is called the regeneration process. 
Solar-Assisted SDCS Configuration
The solar-assisted SDCS configuration is shown in Figure 2 . The configuration only uses solar-heated water from a heat exchanger as the heat source for regeneration. Therefore, the regeneration temperature of the system will not be as high as the regeneration temperature of the hybrid SDCS configuration. In terms of process air, latent heat is handled by the desiccant wheel. However, since the heat pump is turned off, the temperature gradually increases with operation time due to adsorption heat in the dehumidification process. Therefore, the supply air temperature will be higher compared to other cases.
Solar-Assisted Hybrid SDCS Configuration
In the solar-assisted hybrid SDCS configuration, the condensing heat of the integrated heat pump and the heat of solar-heated water are used as heat sources for the regeneration process. In the Energies 2019, 12, 3470 6 of 18 regeneration air stream, the returning air is pre-heated by solar-heated water from a heat exchanger. Then, the returning air passes the condenser of the integrated heat pump to recover the dissipating heat from the condenser again in order to increase the regeneration temperature. In terms of process air, the air handling process concept is the same as in the hybrid SDCS configuration. The corresponding system configuration is shown in Figure 3 . In terms of air flow rates, the flow rates of the process air and regeneration airstreams are not the same due to a slight leakage in the system. However, the gap between the two flow rates is small. The flow rate of the process stream is 465 m 3 /hour, while the flow rate of the regeneration stream is 400 m 3 /hour. The flow rates of both air streams are obtained by adjusting the frequency of the fans. In addition, the flow rate of the solar-heated water heat exchanger is 40 L/min. The thermal effectiveness of the solar-heated water heat exchanger is 62.03%.
Theoretical Analysis
The system's performance is analysed using theoretical analysis. The coefficient of performance, COP hvac in Equation (1) is the ratio of the total cooling capacity, Q c (kW), to the total power consumption of the system, E tot (kW):
The total cooling capacity of the system, Q c (kW), is calculated by Equation (2):
where h oa (kJ/kg) is the specific enthalpy of outdoor air and h sa (kJ/kg) is the specific enthalpy of supply air. The total power consumption in Equation (3) consists of the fan power, P fan (kW), compressor power, P comp (kW), water pump power, P pump (kW) and other electrical components, P other (kW):
In the supply air stream, the latent heat performance, COP lt , of the system in Equation (4) is the ratio of latent heat capacity, Q lt (kW), to the total power consumption of the system:
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The latent heat capacity, Q lt (kW), of the system is calculated by Equation (5):
where h' (kJ/kg) is the specific enthalpy of air with the temperature of the outside air and the humidity ratio of the supply air. The specific moisture removal, SMR (kg/kg da ), is the humidity ratio difference between the outdoor air, ω oa (kg/kg da ), and the supply air, ω sa (kg/kg da ), along the process air stream. The SMR value can be calculated by Equation (6):
The effectiveness of the desiccant wheel, ε, is defined by Equation (7):
where the ideal specific moisture, ω i , is assumed to be 0 kg/kg da ; thus, the denominator is the maximum moisture that can be removed by the desiccant wheel system. The moisture removal rate, MRR (kg/h), can be calculated by Equation (8):
whereṁ p is the mass flow rate of the process air stream (kg/s). The solar fraction, SF, is determined by Equation (9):
where E sol (MJ) is the total useful solar thermal energy available in a month, which can be obtained from the solar collector capacity Q sol (kW). Q sol (kW) can be calculated by Equation (10).
where η soc is the solar thermal collector overall efficiency, A soc (m 2 ) is the gross area of the solar thermal collector, and R (kW/m 2 ) is the total incident solar radiation. In this study, the efficiency, η soc , and the total area, A soc , of the solar thermal collector are 94.5% and 11.699 m 2 , respectively. The total energy input in a month, E tot.m (MJ), can be obtain from the total power P tot (kW). P tot (kW) can be calculated by Equation (11):
where I tot and V are the total current and voltage of the system, respectively.
Results and Discussion

Comparison of Average Temperature Declination and Specific Moisture Removal
A comparison of the temperature declination (T d ) and SMR of each system in different months in 2018 is shown in Table 2 , where T d is the temperature drop between the average outdoor air temperature (T oa ) and the average supply air temperature (T sa ).
According to the table, the temperature declination of the hybrid SDCS and solar-assisted hybrid SDCS are almost the same, while the solar-assisted SDCS does not have a cooling effect because the heat pump is turned off. The cooling and moisture removal of the process air by the solar-assisted hybrid SDCS are the highest among the three configurations. It can be seen that, for the solar-assisted SDCS, the average temperature declination is in the range of 3.65 • C to 6.79 • C, which gradually increases from April to June and then gradually decreases until October. Regarding moisture removal, Energies 2019, 12, 3470 9 of 18 the average SMR value is in the range of 0.0033 kg/kg da to 0.0075 kg/kg da , which also gradually rises from April to June then declines until October. 
Comparison of Regeneration Temperatures for Each System Configurations
A comparison of the regeneration temperature of each system during one day is shown in Figure 4 . The regeneration temperature samples shown are for the system operating in better ambient conditions with enough sunlight intensity. As shown in Figure 4 , the peak regeneration temperature value is generally reached between 14:00 and 16:00 each day. The regeneration temperature of each system is affected by the ambient temperature, especially for the solar-assisted SDCS and solar-assisted hybrid SDCS, in which the heat of solar-heated water is used as an additional heat source. solar-assisted hybrid SDCS are the highest among the three configurations. It can be seen that, for the solar-assisted SDCS, the average temperature declination is in the range of 3.65 °C to 6.79 °C, which gradually increases from April to June and then gradually decreases until October. Regarding moisture removal, the average SMR value is in the range of 0.0033 kg/kgda to 0.0075 kg/kgda, which also gradually rises from April to June then declines until October.
A comparison of the regeneration temperature of each system during one day is shown in Figure 4 . The regeneration temperature samples shown are for the system operating in better ambient conditions with enough sunlight intensity. As shown in Figure 4 , the peak regeneration temperature value is generally reached between 14:00 and 16:00 each day. The regeneration temperature of each system is affected by the ambient temperature, especially for the solar-assisted SDCS and solar-assisted hybrid SDCS, in which the heat of solar-heated water is used as an additional heat source. It can be observed from Figure 4 that, for a given time, the regeneration temperature of the solar-assisted hybrid SDCS is the highest among the three configurations; the temperature gradually rises from 57 °C at 06:00 to a peak value of 79 °C at 14:00, then gradually decreases to a lowest value of about 55 °C. In the case of the hybrid SDCS, the regeneration temperature distribution is similar to that of the solar-assisted hybrid SDCS, which is in a range of 49 °C to 65 °C. A peak value of 65 °C is attained at about 16:00. In the case of the solar-assisted SDCS, the regeneration temperature is in a range of 32 °C to 43 °C, and the peak value of 43 °C is attained at 16:00. These tendencies also occurred on other days. In general, the peak regeneration temperature is reached in the time range from 14:00 to 16:00.
Solar fraction (SF) is an important technical indicator to assess the feasibility of solar cooling systems. The higher the value of SF, the greater the contribution of solar energy to the system. SF is the ratio of the solar energy contribution to the total energy input needed to drive the solar cooling system. The total useful solar energy was described in the previous section and the total energy It can be observed from Figure 4 that, for a given time, the regeneration temperature of the solar-assisted hybrid SDCS is the highest among the three configurations; the temperature gradually rises from 57 • C at 06:00 to a peak value of 79 • C at 14:00, then gradually decreases to a lowest value of about 55 • C. In the case of the hybrid SDCS, the regeneration temperature distribution is similar to that of the solar-assisted hybrid SDCS, which is in a range of 49 • C to 65 • C. A peak value of 65 • C is attained at about 16:00. In the case of the solar-assisted SDCS, the regeneration temperature is in a range of 32 • C to 43 • C, and the peak value of 43 • C is attained at 16:00. These tendencies also occurred on other days. In general, the peak regeneration temperature is reached in the time range from 14:00 to 16:00.
Solar fraction (SF) is an important technical indicator to assess the feasibility of solar cooling systems. The higher the value of SF, the greater the contribution of solar energy to the system. SF is the ratio of the solar energy contribution to the total energy input needed to drive the solar cooling system. The total useful solar energy was described in the previous section and the total energy input of the system is the total energy input for the system's operation per month. The average SF value of the solar-assisted hybrid SDCS for each month is provided in Figure 5 . As shown in Figure 5 , it can be observed that the solar collector system shows a high contribution in July. This is because it is the peak summer season at this time, so the energy gained from the solar system is higher. On the other hand, the total energy required to operate the system is approximately constant in each month. The SF of the system in July is 0.82 and the lowest SF occurs in March with the value of 0.673. the other hand, the total energy required to operate the system is approximately constant in each month. The SF of the system in July is 0.82 and the lowest SF occurs in March with the value of 0.673. 
Comparison of Specific Moisture Removal and Moisture Removal Rate
The effect of increasing relative humidity (RH) on SMR for each configuration is shown in Figure 6 , where the outdoor air temperatures are 26 °C, 28 °C and 30 °C, respectively. However, the maximum RH attained by the three configurations at 28 °C and 30 °C is only 80% due to the effect of the ambient temperature of the seasons during the experiments. For a constant temperature, the value of relative humidity, RH (%), determines the humidity and specific vapor pressure of the process air. At the same process air temperature, higher RH values result in higher humidity ratios and vapor pressure. The higher vapor pressure value results in higher pressure differences between the process air and solid desiccant material, which can enhance the adsorption effect of the desiccant material. Thus, the SMR value of each configuration tends to increase with the increase in the RH value. At the same relative humidity value, the higher humidity ratio of the process air with higher temperature leads to a higher vapor pressure of the process air; thus, the SMR value of each configuration is also better for the higher outdoor temperature of 30 °C, as shown in Figure 6 . In the solar-assisted SDCS, the SMR of the system is relatively low. The system only has a dehumidification effect if the RH value is greater than 65%. The SMR value of the configuration at an outdoor temperature of 26 °C and 85% RH is 0.00262 kg/kgda. 
The effect of increasing relative humidity (RH) on SMR for each configuration is shown in Figure 6 , where the outdoor air temperatures are 26 • C, 28 • C and 30 • C, respectively. However, the maximum RH attained by the three configurations at 28 • C and 30 • C is only 80% due to the effect of the ambient temperature of the seasons during the experiments. For a constant temperature, the value of relative humidity, RH (%), determines the humidity and specific vapor pressure of the process air. At the same process air temperature, higher RH values result in higher humidity ratios and vapor pressure. The higher vapor pressure value results in higher pressure differences between the process air and solid desiccant material, which can enhance the adsorption effect of the desiccant material. Thus, the SMR value of each configuration tends to increase with the increase in the RH value. At the same relative humidity value, the higher humidity ratio of the process air with higher temperature leads to a higher vapor pressure of the process air; thus, the SMR value of each configuration is also better for the higher outdoor temperature of 30 • C, as shown in Figure 6 . In the solar-assisted SDCS, the SMR of the system is relatively low. The system only has a dehumidification effect if the RH value is greater than 65%. The SMR value of the configuration at an outdoor temperature of 26 • C and 85% RH is 0.00262 kg/kg da .
The SMR of the hybrid SDCS is greater than the solar-assisted SDCS for any RH value, with the highest value of 0.0048 kg/kg da at an outdoor temperature of 26 • C and 85% RH. The SMR of the solar-assisted hybrid SDCS is the largest under all relative humidity conditions, with a maximum value of 0.0063 kg/kg da under the same operational conditions. The reason for this phenomena is that the solar-assisted hybrid SDCS has the highest regeneration temperature, which can enhance the adsorption effect of the desiccant material. The SMR of the hybrid SDCS is greater than the solar-assisted SDCS for any RH value, with the highest value of 0.0048 kg/kgda at an outdoor temperature of 26 °C and 85% RH. The SMR of the solar-assisted hybrid SDCS is the largest under all relative humidity conditions, with a maximum value of 0.0063 kg/kgda under the same operational conditions. The reason for this phenomena is that the solar-assisted hybrid SDCS has the highest regeneration temperature, which can enhance the adsorption effect of the desiccant material.
Regarding the humidity ratio effect on MRR for each configuration, Figure 7 shows the distributions of moisture removal rate (MRR) of the three configurations with the increase in the humidity ratio at an outdoor operational temperature of 26 °C. However, the humidity ratio range of the solar-assisted SDCS and hybrid SDCS is narrower than the humidity ratio range of the solar-assisted hybrid SDCS due to the weather conditions during the experiments. As shown in Figure 7 , larger humidity ratios lead to better MRR values. The solar-assisted SDCS has the lowest MRR value due to lower regeneration temperature. The MRR value of the hybrid SDCS and solar-assisted hybrid SDCS is better in comparison to the solar-assisted SDCS configuration. This indicates the regeneration temperature of both systems is sufficient to reactivate the desiccant material. Thus, the MRR values of the two configurations are also larger. When the humidity ratio of outdoor air reaches 0.018 kg/kgda, the MRR can attain to a high value of 3.5 kg/h in the case of the solar-assisted hybrid SDCS. Regarding the humidity ratio effect on MRR for each configuration, Figure 7 shows the distributions of moisture removal rate (MRR) of the three configurations with the increase in the humidity ratio at an outdoor operational temperature of 26 • C. However, the humidity ratio range of the solar-assisted SDCS and hybrid SDCS is narrower than the humidity ratio range of the solar-assisted hybrid SDCS due to the weather conditions during the experiments. As shown in Figure 7 , larger humidity ratios lead to better MRR values. The solar-assisted SDCS has the lowest MRR value due to lower regeneration temperature. The MRR value of the hybrid SDCS and solar-assisted hybrid SDCS is better in comparison to the solar-assisted SDCS configuration. This indicates the regeneration temperature of both systems is sufficient to reactivate the desiccant material. Thus, the MRR values of the two configurations are also larger. When the humidity ratio of outdoor air reaches 0.018 kg/kg da , the MRR can attain to a high value of 3.5 kg/h in the case of the solar-assisted hybrid SDCS. 
Effect of Relative Humidity to Desiccant Wheel Effectiveness
The specific moisture removal (SMR) value of a solid desiccant configuration determines the moisture removal capability of the system. It can represent the vapor mass of process air absorbed by the solid desiccant material to be ejected to the surroundings. The moisture removal effectiveness of solid desiccant is also determined by the SMR value. On the other hand, the SMR value is mostly 
The specific moisture removal (SMR) value of a solid desiccant configuration determines the moisture removal capability of the system. It can represent the vapor mass of process air absorbed by the solid desiccant material to be ejected to the surroundings. The moisture removal effectiveness of solid desiccant is also determined by the SMR value. On the other hand, the SMR value is mostly affected by the relative humidity of the outdoor air. The effect of the relative humidity of outdoor air on solid desiccant effectiveness at constant air temperatures of 26 • C and 28 • C is shown in Figure 8 . As shown in Figure 8 , the effectiveness of solid desiccant increases with the rise in outdoor air relative humidity. At the outdoor temperature of 26 • C and outdoor relative humidity of 50%, the desiccant effectiveness is 0.274, and this value continues to increase as relative humidity increases. The effectiveness value at a relative humidity of 85% is 0.36. The increase in the relative humidity value at the same outdoor air temperature leads the humidity ratio of outdoor air, ω oa , rises, together with the SMR value. In the case of this study, the solar-assisted hybrid SDCS increment value of SMR in all configurations is greater than the increment of the humidity ratio of outdoor air. Thus, from the definition of desiccant effectiveness, the effectiveness value gradually increases with the increase in relative humidity at the same outdoor air temperature. However, at the same relative humidity value, the effectiveness of solid desiccant wheel in the case with higher process air temperature is less than that with lower process air temperature. The effectiveness of the desiccant wheel is the ideal specific moisture, ω i , which is assumed to be 0 kg/kg da , so the denominator is the maximum moisture that can be removed by the desiccant wheel system. Increasing outdoor temperature with the same relative humidity causes the process air to have a higher humidity ratio. However, with the increase in outdoor air temperature, the increase in the SMR value is lower relative to the ideal moisture able to be removed by the system. Therefore, the effectiveness decreases with the temperature of the process air at the same relative humidity ratio. 
Effect of Regeneration Temperature to Specific Moisture Removal and Latent Heat Performance
It was mentioned in the previous section that the regeneration temperature impacts the moisture removal ability of the SDCS. The effect of regeneration temperature on specific moisture removal (SMR) of the SDCS is shown in Figure 9 . The present investigation shows the regeneration temperature effect of each system. The regeneration temperature of the solar-assisted SDCS is in the range of 35-45 °C, while the regeneration temperature of the hybrid SDCS ranges from 50 to 65 °C and the regeneration temperature of the solar-assisted hybrid SDCS ranges from 55 to 70 °C. The regeneration temperatures can then be drawn as a single line as shown in Figure 9 . The effect of regeneration temperature on specific moisture removal and COPlt are thus investigated in this section. In addition to ambient temperature, the regeneration temperature also depends mostly on the capacity of the heat source. In Figure 9 , the results are shown for a relative humidity ratio range 
It was mentioned in the previous section that the regeneration temperature impacts the moisture removal ability of the SDCS. The effect of regeneration temperature on specific moisture removal (SMR) of the SDCS is shown in Figure 9 . The present investigation shows the regeneration temperature effect of each system. The regeneration temperature of the solar-assisted SDCS is in the range of 35-45 • C, while the regeneration temperature of the hybrid SDCS ranges from 50 to 65 • C and the regeneration temperature of the solar-assisted hybrid SDCS ranges from 55 to 70 • C. The regeneration temperatures can then be drawn as a single line as shown in Figure 9 . The effect of regeneration temperature on specific moisture removal and COP lt are thus investigated in this section. In addition to ambient temperature, the regeneration temperature also depends mostly on the capacity of the heat source. In Figure 9 , the results are shown for a relative humidity ratio range of 58-62%. As shown in Figure 9 , it can be concluded that a higher regeneration temperature leads to a higher SMR value. Consequently, the supply air condition will also be drier. If the regeneration temperature is in the range of 35-45 • C, the SMR is less than 0.002 kg/kg da , which is not sufficient for the supply air condition. The average regeneration temperature of the solar-assisted SDCS in this study is about 40.4 • C. Even the dehumidification effect will not be apparent if the regeneration temperature is less than 35 • C. However, for the hybrid SDCS, the average regeneration temperature is about 53.9 • C. The higher average regeneration temperature of the hybrid SDCS provides a better SMR value than the solar-assisted SDCS. In addiition, the solar-assisted hybrid SDCS possesses the highest regeneration temperature, with an average value of 63.7 • C. Therefore, the SMR value of the solar-assisted hybrid SDCS is higher and the dehumidification performance is better among the three configurations. The effect of regeneration temperature on latent heat performance (COPlt) can be observed in Figure 10 . In this case, the outside air relative humidity (RH) is also in the range of 58-62%. It can be seen that the COPlt value increases as the regeneration temperature rises from 35 °C to 70 °C. The regeneration temperature depends on the heat generated by heat sources. In the solar-assisted SDCS with the regeneration temperature range of 30 °C to 45 °C, the COPlt of the system is comparatively low. Therefore, the dehumidification effect is also low. The COPlt of the system at a regeneration temperature of 45 °C is 0.556. The effect of regeneration temperature on latent heat performance (COP lt ) can be observed in Figure 10 . In this case, the outside air relative humidity (RH) is also in the range of 58-62%. It can be seen that the COP lt value increases as the regeneration temperature rises from 35 • C to 70 • C. The regeneration temperature depends on the heat generated by heat sources. In the solar-assisted SDCS with the regeneration temperature range of 30 • C to 45 • C, the COP lt of the system is comparatively low. Therefore, the dehumidification effect is also low. The COP lt of the system at a regeneration temperature of 45 • C is 0.556.
The effect of regeneration temperature on latent heat performance (COPlt) can be observed in Figure 10 . In this case, the outside air relative humidity (RH) is also in the range of 58-62%. It can be seen that the COPlt value increases as the regeneration temperature rises from 35 °C to 70 °C. The regeneration temperature depends on the heat generated by heat sources. In the solar-assisted SDCS with the regeneration temperature range of 30 °C to 45 °C, the COPlt of the system is comparatively low. Therefore, the dehumidification effect is also low. The COPlt of the system at a regeneration temperature of 45 °C is 0.556. In the hybrid SDCS, in which the regeneration temperature is in the range of 50 °C to 65 °C, the dehumidification performance is better in comparison to the previous case. The increase in regeneration temperature shows a performance improvement in the system. The COPlt of the hybrid SDCS under an average regeneration temperature of 55 °C is 0.643. The COPlt value shows a massive inclination in the range from 55 °C to 70 °C. It indicates that the optimum regeneration temperature of the desiccant cooling system is 70 °C or higher. However, in this case, the maximum temperature that can be generated by the system is 70 °C. This condition occurs while the system utilizes the In the hybrid SDCS, in which the regeneration temperature is in the range of 50 • C to 65 • C, the dehumidification performance is better in comparison to the previous case. The increase in regeneration temperature shows a performance improvement in the system. The COP lt of the hybrid SDCS under an average regeneration temperature of 55 • C is 0.643. The COP lt value shows a massive inclination in the range from 55 • C to 70 • C. It indicates that the optimum regeneration temperature of the desiccant cooling system is 70 • C or higher. However, in this case, the maximum temperature that can be generated by the system is 70 • C. This condition occurs while the system utilizes the solar-assisted hybrid SDCS. The heat from the solar water heat exchanger can effectively increase the regeneration temperature of the system. The COP lt of the solar-assisted hybrid SDCS at the average regeneration temperature of 65 • C is 0.694 and at the maximum regeneration temperature 70 • C is 0.88. solar-assisted hybrid SDCS. The heat from the solar water heat exchanger can effectively increase the regeneration temperature of the system. The COPlt of the solar-assisted hybrid SDCS at the average regeneration temperature of 65 °C is 0.694 and at the maximum regeneration temperature 70 °C is 0.88. Figure 11 shows a comparison of COPhvac for each configuration at different outdoor temperatures. The humidity ratio is maintained at 0.016 kg/kgda and 0.017 kg/kgda. However, the COPhvac of the solar-assisted SDCS is not investigated since it does not have a cooling effect. Figure 11 indicates the COPhvac is greater for the solar-assisted hybrid SDCS than for the hybrid SDCS, especially at high outdoor temperatures. At low outdoor temperatures, the solar sub-system does not have a The humidity ratio is maintained at 0.016 kg/kg da and 0.017 kg/kg da . However, the COP hvac of the solar-assisted SDCS is not investigated since it does not have a cooling effect. Figure 11 indicates the COP hvac is greater for the solar-assisted hybrid SDCS than for the hybrid SDCS, especially at high outdoor temperatures. At low outdoor temperatures, the solar sub-system does not have a significant effect on the system, since the heat from solar-heated water and the regeneration temperature are smaller. At outdoor temperatures from 26 to 30 • C, the performance enhancement of the solar-assisted hybrid SDCS is obvious. At a humidity ratio of 0.016 kg/kg da , the maximum COP hvac of 1.52 can be reached by the solar-assisted hybrid SDCS at an outdoor temperature of 28 • C, and the maximum COP hvac of 1.58 can be reached by the system at an outdoor humidity of 0.017 kg/kg da .
Comparison of System Total Performance for Different Outdoor Air Temperatures
The solar-assisted hybrid SDCS has better performance at high outdoor temperatures than the hybrid SDCS. However, if the outdoor temperature is too high, system performance is degraded because the condensation temperature rises with the increase in outdoor temperature, which leads to an increase in the power consumption of the compressor. The maximum outdoor temperature in the solar-assisted hybrid SDCS is 30 • C, and in the hybrid SDCS is 26 • C. Figure 12 shows a comparison of COP hvac for each system configuration at different outdoor humidities. The outdoor air temperatures in this figure are 26 • C and 32 • C, respectively. The COP hvac of the configuration at an outdoor temperature of 32 • C and humidity less than 0.013 kg/kg da are not provided due to operational environment limitations. The result shows an increase in the outdoor humidity leads to better system performance. The COP hvac inclination of solar assisted SDCS in every 1 g/kg da humidity ratio is about 6.17%, which is higher than that of the hybrid SDCS with the vaue of 5.4%. The COP hvac of the solar-assisted hybrid SDCS is approximately 3.7% greater than that of the hybrid SDCS. The reason for this is that the solar-assisted hybrid SDCS has better MRR and dehumidification effects. The maximum COP hvac at a humidity ratio of 0.018 kg/kg da and a temperature of 26 • C is 1.53 in the solar-assisted hybrid SDCS and 1.49 in the hybrid SDCS. The COP hvac of systems at an outdoor temperature of 32 • C is approximately 18% lower than at 26 • C due to the temperature effect. At an outdoor temperature of 32 • C, the COP hvac of the solar-assisted hybrid SDCS system is 7% greater than that of the hybrid SDCS. The maximum COP hvac of the solar-assisted hybrid SDCS at an outdoor temperature of 32 • C is 1.369 for a humidity ratio of 0.0175 kg/kg da , while the maximum COP hvac of the hybrid SDCS is 1.218. dehumidification effects. The maximum COPhvac at a humidity ratio of 0.018 kg/kgda and a temperature of 26 °C is 1.53 in the solar-assisted hybrid SDCS and 1.49 in the hybrid SDCS. The COPhvac of systems at an outdoor temperature of 32 °C is approximately 18% lower than at 26 °C due to the temperature effect. At an outdoor temperature of 32 °C, the COPhvac of the solar-assisted hybrid SDCS system is 7% greater than that of the hybrid SDCS. The maximum COPhvac of the solar-assisted hybrid SDCS at an outdoor temperature of 32 °C is 1.369 for a humidity ratio of 0.0175 kg/kgda, while the maximum COPhvac of the hybrid SDCS is 1.218. 
Comparison of System Total Performance for Different Outdoor Humidity
Conclusions
In this study, a solar-assisted hybrid SDCS system was developed in which solar-heated water is used as a heat source for the regeneration process in addition to heat from the condenser of an integrated heat pump. A solar thermal collector sub-system is used to generate the solar regeneration water. Experiments were conducted in the typical hot and humid weather of Taichung, Taiwan, from the spring to fall seasons. According to the experiment results, several points can be concluded from the study, as follows:
(a) Solar-assisted hybrid SDCSs are feasible for use in hot and humid locations such as Taichung.
Such systems can utilize solar energy as an additional heat source for the regeneration process. Therefore, the regeneration temperature of the system can be increased and the dehumidification effect can also be enhanced. Compared to the hybrid SDCS, the overall performance of the solar-assisted hybrid SDCS in terms of power consumption was found to be approximately 10% greater in the study. For a solar SDCS, a larger area and capacity of the solar thermal collector are required in high humidity environments. (b) Higher humidity ratios lead to better MRR values for each solid desiccant cooling system configuration. (c) The performance of a SDCS is very sensitive to changes in ambient conditions. The performance of each system configuration is better for higher outdoor humidity ratios. In terms of outdoor temperature, the COP hvac of both systems increases with outdoor temperature. However, there are optimum values of the outdoor temperature for the COP hvac of the system. When the ambient temperature is greater than the optimum value, the COP hvac gradually decreases with the increase in ambient temperature. In this study, for the hybrid SDCS, the optimum outdoor temperature is between 26 and 27 • C, and for the solar-assisted hybrid SDCS, the optimum temperature range is 27-30 • C. Beyond these ranges, the overall performance of both systems will decline severely. 
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